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ELECTRICUtility

STANDARD LUMINAIRESize and Material

LUMINAIRE LOCATED WITHIN
PROPOSED PAVEMENT

Utility Conflict Description

CROSSINGLongitudinal or Crossing

INSIDEPlacement Relative to ROW

Station Origin
608+48.40Start Station

-38.6Start Offset

End Station

End Offset

NONELevel of Investigation Req'd
N/ATest Hole No

N/ATest Hole Depth

ACCOMODATE - RELOCATIONRecommended Action

Estimated Resolution Date

UTILITY COORDINATION IN PROGRESSResolution Status

RELOCATE LUMINAIRE OUTSIDE
PROPOSED PAVEMENT AND SIDEWALK

Comment

9/20/2017 2:42:13 PMDate Collected 11/30/2017 8:10:03 AMDate Modified

CPSUtility SAN PEDROCorridor

29.518674270Latitude -98.499427091000001Longitude
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Utility Conflict Report


